WAC 296-96-24440 Lighting. (1) When a lift is in operation, both runs shall be illuminated at all points with an intensity of at least 1.0 foot-candle.

(2) Lighting control in runways shall be:
   (a) Circuits tied permanently into the building circuits (no switches);
   (b) Near the starting switch that controls the lift motor; or
   (c) Separate switches located on every landing and with each switch having the capability of turning on all lights throughout the entire runway.

[Statutory Authority: Chapter 70.87 RCW. WSR 18-18-070, § 296-96-24440, filed 8/31/18, effective 10/1/18.]