WAC 51-11C-10400 Section C104—Inspections.
C104.1 General. Construction or work for which a permit is required
shall be subject to inspection by the code official or his designated
agent, and such construction or work shall remain accessible and exposed for inspection purposes until approved. It shall be the duty of
the permit applicant to cause the work to remain accessible and exposed for inspection purposes. Neither the code official nor the jurisdiction shall be liable for expense entailed in the removal or replacement of any material, product, system or building component required to allow inspection to validate compliance with this code.
C104.2 Required inspections. The code official or his designated
agent, upon notification, shall make the inspections set forth in Sections C104.2.1 through C104.2.6.
C104.2.1 Footing and foundation inspection. Inspections associated
with footings and foundations shall verify compliance with the code as
to R-value, location, thickness, depth of burial and protection of insulation as required by the code and approved plans and specifications.
C104.2.2 Insulation and fenestration inspection. Inspections shall be
made before application of interior finish and shall verify compliance
with the code as to types of insulation and corresponding R-values and
their correct location and proper installation; fenestration properties (U-factor, SHGC and VT) and proper installation; and air leakage
controls as required by the code and approved plans and specifications.
C104.2.3 Plumbing inspection. Inspections verify compliance as required by the code and approved plans and specifications as to types
of insulation and corresponding R-values and protection, required controls and required heat traps.
C104.2.4 Mechanical inspection. Inspections shall verify compliance as
required by the code and approved plans and specifications as to installed HVAC equipment type and size, required controls, duct and piping system insulation and corresponding R-value, duct system and damper air leakage and required energy recovery and/or economizers.
C104.2.5 Electrical and lighting inspection. Inspections shall verify
compliance as required by the code and approved plans and specifications as to installed lighting systems, components and controls; motors and installation of an electric meter for each dwelling unit.
C104.2.6 Final inspection. The building shall have a final inspection
and not be occupied until approved.
C104.3 Reinspection. A building shall be reinspected when determined
necessary by the code official.
C104.4 Approved inspection agencies. The code official is authorized
to accept reports of approved inspection agencies, provided such agencies satisfy the requirements as to qualifications and reliability
relevant to the building components and systems they are inspecting.
C104.5 Inspection requests. It shall be the duty of the holder of the
permit or their duly authorized agent to notify the code official when
work is ready for inspection. It shall be the duty of the permit holder to provide access to and means for inspections of such work that
are required by this code.
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C104.6 Reinspection and testing. Where any work or installation does
not pass an initial test or inspection, the necessary corrections
shall be made so as to achieve compliance with this code. The work or
installation shall then be resubmitted to the code official for inspection and testing.
C104.7 Approval. After the prescribed tests and inspections indicate
that the work complies in all respects with this code, a notice of approval shall be issued by the code official.
C104.7.1 Revocation. The code official is authorized to, in writing,
suspend or revoke a notice of approval issued under the provisions of
this code wherever the certificate is issued in error, or on the basis
of incorrect information supplied, or where it is determined that the
building or structure, premise, or portion thereof is in violation of
any ordinance or regulation or any of the provisions of this code.
[Statutory Authority: RCW 19.27A.025, 19.27A.045, 19.27A.160, and
19.27.074. WSR 16-24-070, § 51-11C-10400, filed 12/6/16, effective
5/1/17.
Statutory
Authority:
RCW
19.27A.025,
19.27A.160,
and
19.27.074. WSR 16-03-072, § 51-11C-10400, filed 1/19/16, effective
7/1/16. Statutory Authority: RCW 19.27A.025, 19.27A.045, 19.27.020,
and 19.27.074. WSR 14-24-122, § 51-11C-10400, filed 12/3/14, effective
1/3/15. Statutory Authority: RCW 19.27A.020, 19.27A.025 and chapters
19.27 and 34.05 RCW. WSR 13-04-056, § 51-11C-10400, filed 2/1/13, effective 7/1/13.]
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